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CONNECTION SCHEDULE
TTEM DESCRIPTION LOCATION | MAX. FLOW | _SIZE CONNECTION | MATERIAL
A RAW WATER INLT RO.SKID | 87GPM | 21/2" | 150# FLANGE RF_| PVC SCH 80
B PERMEATE OUTLET | R.0.SKID | 65 GPM 2 150# FLANGE RF_| PVC SCH 80
C | CONCENTRATE OUTLET | R.O.SKID | 22GPM | 11/2° | 150# FLANGE RF | PVC SCH 80
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